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PROPOSED CODE CHANGE (Check One) 

Change to read as follows ⌧Add to read as follows Delete and substitute as follows  Delete without substitution 

 

M1308.3 Isolation from corrugated stainless steel tubing. Except where connected 
to gas supply piping, appliances shall be isolated from corrugated stainless steel tubing 
by a space separation of at least 2 inches (51 mm). See also Section G2411.1.1. 
 
 
 
 
 
 
 
 

REASON 

This proposal brings forward the proposal from our current code that requires the 2” 
CSST separation from appliances to help guard against arcing that causes gas leakage. 
 
 
 
 
 
 
Fiscal impact: no increase to the cost of construction, current amendment language. 

REVIEW RECOMMENDATION 

Approve 

Disapprove 

Approve as amended 

Further Study 

 

 


